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Abstract: In this paper, a new way to mitigate the current interactions is proposed. The problem
of current interactions arises when a modular three-phase (3-phase) rectifier (three single-phase
modules) with boost converter for power factor correction (PFC) is used. A new differential-mode
choke filter is implemented in the developed boost converter. The choke here is a specially made
differential inductor in the input of the boost converter that eliminates the known current interactions.
To prove the new concept, a study of the level of mitigation of the current interactions is presented.
The control is operated in continuous driving mode (CCM), and the popular UC3854B circuit was
used for this. The rectifier proposal is validated through a set of simulations performed on the PSIM
12.0 platform, as well as the construction of a prototype. With the results obtained, it is confirmed that
the differential-mode choke filter eliminates the current interactions. It is observed that at the input
of the rectifier, a sinusoidal alternating current with a low level of harmonic distortion is consumed
from the grid. The sinusoidal shape of the phase current proves that a better power factor capable of
meeting the international standards is obtained, and that the circuit in its initial version is operational.
This proven result promises a good PFC operation, to guarantee the better quality of the electrical
energy, being able to be applied in systems that require a high PFC, e.g., in battery charging, wind
systems, or in aeronautics and spacecrafts.
Keywords: three-phase rectifier; boost converter; interactions; differential-mode choke filter; wind
energy; aeronautics and spacecrafts
1. Introduction
Most electrical loads use direct current (DC) electrical energy, which implies the use
of a rectifier that converts alternating current (AC) electrical energy to DC, which is also
known as a static rectifier. The rectifier was widely developed thanks to the emergence
of semiconductor devices as diodes (1900s) and transistors (1950s) a story told already
in [1]. There are several types of AC–DC converters (rectifiers) prepared for various loads.
The character of the load depends on the respective need and the cost associated with the
rectifier. Briefly, rectifiers are classified into two groups, bidirectional and unidirectional.
The bidirectional rectifiers are usually formed by a Graetz bridge (single-phase or
three-phase) with transistors (MOSFETs, IGBTs, etc.), thus requiring a control circuit to
drive the transistors. They are often used as a first stage for an AC–DC–AC converter, when
after the rectifier the goal is to inject energy to the grid. As an example, some wind turbines
apply this double conversion for producing the final AC power [2–4] or in aeronautical
applications [5].
The unidirectional rectifiers use diodes as a switching device in most of the cases.
There are other unidirectional rectifiers, implemented as switching converters, but they
own the possibility to be reformatted into bidirectional ones. The diodes and thyristors are
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naturally commutated by the periodic changes of the polarity of the AC supply voltage.
These rectifiers are also commonly constructed as Graetz bridges of diodes, single-phase or
three-phase ones. The diodes Graetz bridges are more attractive, as they are simple, robust,
reliable, and low-cost rectifiers when compared to the to the bidirectional rectifiers or any
sophisticated AC–DC switching converters. Single-phase rectifiers are used for loads that
demand lower power, and some of them are coupled to a converter in order to reduce
the disturbances that the rectifier can inject into the electrical network. The three-phase
rectifiers, on the other hand, cause great disturbance in the electrical network, due to the
large amount of power demanded by the load and its nature (usually inductive, sometimes
capacitive and nonlinear loads), compromising the quality of the energy in the electrical
network [1]. Therefore, in order to dimension the three-phase rectifiers, some important
parameters must be analyzed, being the rectifier and the interface between the grid and the
load [6]. Briefly, the following criteria are most important:
Criteria for connecting correctly the rectifier to the grid:
• Voltage level and its variation;
• Nominal frequency and its variation;
• Minimum power factor (PF) value allowed by the energy supplier;
• Harmonic distortion level that the energy supplier allows.
Criteria for connecting the rectifier to the load:
• Nominal voltage and respective operating current variation;
• Maximum allowed ripple of voltage and current;
• Accurate and reliable regulation of the current and voltage, as the load requires.
Additional criteria:
• Efficiency;
• Guarantee of reliability;
• Acceptable physical and mechanical parameters (weight, volume, temperature).
The drawback of the unidirectional diode or thyristor rectifiers is the high total
harmonic distortion (THD) that it injects into the electric grid and the low total power
factor (PF) value. With this, the rectifier compromises the quality of energy in the electrical
network. As a way of safeguarding and control of the quality of energy in the electric
grid, some standards are emerging. Examples of international standards used on energy
quality are IEC61000-3-2 and IEC61000-3-4, and for the THD of the current injected into the
electrical network, IEEE Std 519-2014 is used.
As a way to use the more sophisticated unidirectional rectifiers in the electric networks,
some versions of them are aimed to improve the total harmonic distortion (THD). It can
be seen in Figure 1 that some rectifiers are power factor correctors (PFC), keeping the
THD as low as possible, complying with the established standards [7,8]. In most cases,
another converter is associated with the rectifier, to control the current. There is also the
possibility to associate an active power filter to the rectifier’s input terminals, in order to
compensate the currents generated by the rectifier, thus obtaining a good quality sinusoidal
current [9,10] at the rectifier input. Some studies are focused on improving the efficiency of
the active power filter and simplifying the control system, as in [10]. Other studies focus
on implementing the hysteresis, called also Bang-Bang control [11].
In this case study, the modular three-phase rectifiers associated with a boost converter
will be analyzed, as this combination improves the power factor (PF). This effect is achieved
by shaping the input currents sinusoidally, thus guaranteeing a minimum THD at the input.
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1.1. Three-Ph Mo ular Rectifiers with Boost Convert
The three-phase modular rectifiers with additional converter are usually composed
of three single-phase modules, where each module controls its phase individually. In the
numerous configurations that can be created, the single-phase rectifiers interact with each
other, which eliminates the possibility of control by the involved boost converter [12–14].
This becomes a problem, since the purpose of the individual rectifiers is to control the current
independently and to obtain a sinusoidal current with low THD and high PF in each phase.
There are some three-phase modular rectifiers that were created with the ability to eliminate
those current interactions. Here, some more relevant rectifiers are suggested by this paper.
A si ple way to solve t c rent interaction probl m in a m dular thr e-phase
rectifier is analyzed in [15,16]. In thi work, the author was concerned wit the avoiding
the interaction between the phase input cu nts of e rectifier. For this, a transformer
is imple e ted at the input of each single-phase rectifier. This isolation by transformers
makes the interaction current stay in the secondary circuit of each rectifier and is not seen
as effect in the primary circuit. The primary currents and the sensors to control them do
not see any disturbance then. In this case, the PFC is working correctly but at the expense
of transformers application. The problem with this solution is that the transformers are
grid frequency type, and this, depending on the power of the rectifier, obliges them to be
heavy, bulky, and expensive.
In [17–19], to eliminate the current interaction, the author implemented yet another
diode at the output f the negative pole of each boost converter. This diod is polarized
inversely to the direct on of the interaction current. An inductor at the n ga ive terminal
of the input of each boost converter do the rest of the job. The inductor of a classic boost
converter in this case is split in two, o e in the positive pole and o in the egative pole.
The mitigation of the interaction occurs because the impedance of the inductor is high (due
to the switching frequency) and therefore blocks the interaction current. Another method
similar to this one but with a slight difference is presented in [20,21]. In this method, the
two inductors of the boost converter are replaced by a coil winding inductor coupled
to increase the inductance effect by a factor 4, as it is calculated there. By this special
double-windings inductor, the filtering effect better eliminates the possible interactions.
The problem of this last solution [20,21] is the increased danger of the possible saturation
of the inductor, since it is a coupled inductor with concordant windings.
Another possibility is also pr sented in [1], wh the author replaces th inductor
of he boost conv rter with coupled inductor of dis ordant windings in each converter
and implements a diode at the output of the negative pole of each converter. The coupled
inductor implemented in addition to the boost inductor introduces impedance differences.
The impedance in the direction of the interaction current is much higher than the impedance
in the direction of the normal current; thus, the circuit functions as an additional filter for
the interaction current. This solution [1] shows good results. One technology problem is
the winding of the inductor core, since the coupled inductor must block the passage of the
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interaction current and let the normal current pass. These inductors are not easy to find
ready to be supplied and require a special attention.
1.2. Problem and Objectives
As already seen, there are some techniques to mitigate current interactions in modular
three-phase rectifiers with boost converter and PFC, some of which stand out better than
others. The problem is that these techniques to mitigate current interactions have some
characteristics that may be undesirable, such as the increase in volume, weight, saturation,
and constructive complexity.
To solve these problems (volume, weight, saturation, and constructive complexity),
it is proposed to introduce DMCF in each boost converter (between the inductor and the
switching transistor) of the modular three-phase rectifier, to filter the current interactions.
In the same way, isolate the supply circuit with the control circuit as much as possible using
the interface circuit, but without losing simultaneous operation.
The general objective of this work is to propose a modular three-phase rectifier (three
modules) with boost converters and power factor correction capable of mitigating current
interactions through the DMCF. To achieve the general objective, it is essential to outline
the specific objectives. Thus, the specific objectives to be achieved are as follows:
• Demonstrate that the DMCF is capable of mitigating the current interaction that
appears in three-phase modular rectifiers (three modules) with boost converters and
power factor correction;
• Show that the interface circuit is able to isolate the power circuit with the control
circuit in order to avoid current interactions;
• Enable other researchers to replicate the proposed circuit by simulation and prove its
functionality or develop improvements.
2. Design Proposal of the Three-Phase Modular Rectifier
2.1. Proposal of Three-Phase Modular Rectifier
The proposed three-phase modular rectifier is illustrated in Figure 2. It is composed
of three single-phase rectifier modules, each of which is connected to a boost converter
with control in the CCM. The connection of the rectifier to the grid can be made in star (Y)
or delta (∆) configuration. Here, in this particular case, it will be dealt with the star (Y)
connection. This proposed rectifier has the purpose of rectifying a three-phase alternating
current, producing a direct current with stable output voltage. A high PF and low THD is
expected, thanks to the implementation of the differential-mode choke filter (DMCF) as
a part of the boost converter. This DMCF can be implemented before or after the boost
converter inductor.
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2.2. Operating Principle of the Proposed Rectifier
This rectifier is developed precisely to work with voltage and three-phase current of
sinusoidal signal, expressed by:
Vina(t) = Vp Sin(wt)
Vinb(t) = Vp Sin(wt − 120)
Vinc(t) = Vp Sin(wt + 120)
(1)
Here Vina, Vinb, Vinc is the voltage in phase a, b, and c; Vp is the peak voltage.
The operating principle is based on Figure 2. In Figure 2, it is seen that the power
supplied by the source is distributed over three paths, since the modular three-phase
rectifier is composed of three rectifiers. The analysis can also be done through the input
currents, iina, iinb, and iinc, which will be distributed to the three rectifiers consecutively
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Here iina, iinb, iinc is the input current in phases a, b, and c, and Po is the output power.
Each current will thus be rectified by its corresponding rectifier composed of a bridge
of four diodes, after which a DMCF has been implemented to the respective boost converter.
The DMCF and the boost stage are there in order to eliminate the current interactions (as is
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Here, Pin is the input power, Ip is the peak current value, Vp is the peak voltage, Vo is
the converter output voltage, and Io is the output current.
2.3. Mitigation of Current Interaction
If a converter with three rectifiers and a boost converter for each rectifier is built,
all connected in parallel, as in Figures 3 and 4, the interactions will appear, thus making
difficult the possibility of control. For a better understanding, it will be considered an
analysis in a determined angular interval of the period from 30◦ to 90◦. Only the two most
positive phases, presented in Figure 5, will be considered. It is considered that the switch
of the boost converter will be in the ON or OFF condition of its switching. During the
considered interval, the analysis is made by two switching states, ON and OFF.
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In the ON switching state, it can be noticed that the first interaction takes place, where
the interaction current will pass from diode D1 of the first rectifier and diode D7 of the
second rectifier, since these diodes are directly polarized and also present a greater potential
difference, that is, Vina > 0 and Vinb < 0 as shown in Figure 3 [18,20,21].
In order to eliminate the ON switching interaction, a change is made in the boost
converter, placing one more diode at the output of the negative terminal of each boost
converter, polarized inversely to the direction of the interaction current. With this, the ON
switching interaction is thus eliminated [18,20,21].
When the switching goes to the OFF state, the second interaction appears. In this
second interaction, the current coming out of diode D1 will pass through the output
capacitor, connecting to diode D7 of the second rectifier, since Vina > 0 and Vinb < 0, as
shown in Figure 4 [18,20,21].
In order to eliminate the off switching interaction, this paper proposes the implementa-
tion of a differential-mode choke filter (DMCF) between the boost inductor and the switch,
as shown in the rectifier proposed in Figure 2.
The DMCF will cause the same current that travels in the positive direction (in the
primary inductor) to return in the negative direction (in the secondary inductor) of the
Appl. Sci. 2021, 11, 1684 7 of 19
same phase. It is important to note that there will be no saturation in the DMCF inductors,
since the core of the DMCF will cancel the magnetizing generated by the positive and
negative currents, as they flow in opposite directions to the core.
The mitigation of the current interaction can be explained as follows:
As previously mentioned, and illustrated in Figure 4, the second interaction occurs
because the value of the impedance where the interaction current travels (D1 to D7) is
practically the same as the impedance for the normal current path (D1 to D4). Therefore,
the secret is to make the impedance value for the normal current path (D1 to D4) as low as
possible, in relation to the impedance value of the interaction current path (D1 to D7). This
is possible when a DMCF is implemented. This change must be made in each of the three
boost converters, in a way that the current of the respective boost converter travels freely
along its own desired path and the path for the interaction current is made difficult.
Considering the analyzed interval of interaction (Figure 5), the circuit shown in
Figure 4 can be simplified, but now including the DMCF, for a better understanding of the
mitigation of the interaction. This is made in a mathematical analysis of the mitigation of
the interaction current. The simplified wiring diagram is illustrated in Figure 6, where two
rectifiers with their respective boost converters and the DMCF, with the normal current
path (Io1 and Io2) and the current interaction path (It), can be seen. Following this same
figure, a mathematical analysis of the mitigation of the current interaction is made.
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Mathematical Analysis of Current Interaction Mitigation
Analyzing Figure 6, it is noted that the secret to a better elimination of the interaction
is to make the impedance value ZFaN where the normal current flows ia are as low as
possible and the value of impedance ZFab where the current interaction it travels is as high
as possible. For this analysis, the impedances of the diodes, the output capacitor, and the
load can be disregarded, since these impedances will be the same for the two analyzed
paths. To do this, first the analysis of the ZFaN impedance is done.
In the boost 1 converter, the currents I11 e I12 are the currents that flow through each
coil of the DMCF, R11 and R12 are the two DC resistances respectively, so their impedances
(Z) are given similarly in [22]:
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Here M is the mutual inductance; K is the magnetic coupling coefficient.
Knowing that a DMCF is applied, its current travels in opposite directions in the
coupled inductors (I11 = −I12), and if assuming that M = L, then it is obtained:
Z1 = R11 + jw(L11 − M) (8)
Z2 = R12 + jw(L12 − M) (9)
With this, it can be calculated the impedance ZFaN , taking into account the impedances
of the coupled inductor (Z12) and the boost inductors (Zb1), given by:
Z12 = Z1 + Z2 (10)
Zb1 = Rb1 + jwLb1 (11)
Thus, the ZFaN impedance will be given by:
ZFaN = Z12 + Zb1 (12)
To calculate the impedance ZFab, the path of the current It must first be analyzed.
It is noted that it travels in three inductors connected in series (Lb1, L11, L22), with Lb1
and L11 being inductors in the first boost converter and L22 being an inductor in the
second boost converter. For better understanding, the impedances will be separated in two
impedances, corresponding to Zab1 for the first boost converter and to Zab2 for the second,
as given below:
Zab1 = Rb1 + jwLb1 + (R11 + jwL11) (13)
Zab2 = R22 + jwL22 (14)
The ZFab impedance is given by:
ZFab = Zab1 + Zab2 (15)
The mitigation of the current interaction occurs when the impedance ZFaN is much
lower than the impedance ZFab, according to (16), which proves the appearance of current
Ia and not current It.
ZFaN << ZFab (16)
3. Implementation of the Proposed Three-Phase Modular Rectifier
To validate the proposed three-phase rectifier, a simulation study was carried out,
using the PSIM software version 12. The construction of an experimental prototype is
under development. The most important parameters used in the simulation are shown in
Table 1. It is important to note that the proposed rectifier was dimensioned and analyzed
for a power of 20 kW, and therefore the load has a value of 29 Ω. However, to analyze the
behavior of the PF and the THD of the rectifier in changes in load resistance, it will also be
evaluated for 1%, 20%, 40%, 60%, and 80% of the 20 kW power. This corresponds to loads
of 289 (1%), 144 (20%), 72 (40%), 48 (60%), 36 (80%), and 29 Ω (100%).
The proposed circuit is divided (assembled) in the PSIM by three circuits, the power
circuit, the interface circuit, and the control circuit, as can be analyzed in Appendix A.
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Table 1. Parameters used in the simulation.
Components Description Values
Vlin−rms RMS line voltage 380 V
F Network frequency 50 Hz
Vo Output voltage 760 V
Po Output power 20 kW
Lb Inductance of boost inductor 1 mH
L1, L2 Self inductance of DMCF 1 mH
M Mutual inductance of DMCF 0.99 mH
Co Output capacitor 3300 uF
Ro Load 29 Ω
fs Switching frequency 100 kHz
Power circuit: this is where the energy is processed between the source and the load.
Among the various elements constituted, the boost converter inductor, the DMCF, and the
output capacitor are most important. The boost inductor Lb was calculated according to












where fs is the switching frequency, ∆IL% is the current variation in the boost inductor in
percentage, and thold is the hold-up time (the time that the system keeps the energy in the
output capacitor).
The value of the inductances in DMCF, illustrated in Table 1, is chosen for a best
possible operation of the circuit.
Control circuit: The control strategy for the proposed three-phase rectifier is based
on [23,24]. The control technique is performed using mean values in continuous driving
mode. To this end, the IC UC3854B was used, since it internally incorporates all the circuits
necessary for the implementation of the control and was designed for boost converters
with single-phase PFC. For better understanding, a basic diagram of the UC3854B control
process is illustrated in Figure 7, in just one rectifier module. Basically, control starts at the
multiplier/divider, with the reference current as the output and parameters A, B, and C
as input.
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Parameter A is the synchronism signal, that is, a rectified sinusoid signal from the input
voltage, and defines the shape, frequency, and phase of that reference signal transformed
into a current signal.
Parameter B is the voltage regulator error signal, which provides control of the output
voltage by varying the error signal that adjusts the amplitude of the reference current
according to the load variation. It corresponds to the necessary amplitudes of the sinusoidal
phase current that the rectifier should take from the input.
The parameter C is the feed-forward control signal that corresponds to the rms value
of the input voltage. That signal is obtained by approximated value obtained by filtering.
By this action, the reaction of the boost converter is faster, taking care for the rms variation
of the input phase voltage.
In this way, the reference current depends directly on parameters A, B, and C, and
is thus compared (regulated) with the current signal of the input (obtained by means of
a current sensor). Then, the regulated reference current is injected into the PWM block
(composed of a comparator, a sawtooth wave generator, and a control circuit) to generate
the necessary control pulses for the IGBT, explained in [23].
Interface circuit: The interface circuit is responsible for making the connection between
the power circuit and the control circuit in an isolated way to avoid possible interactions.
In short, the isolation is done in the phase current, phase voltage, Vo signal, and the IGBT
control signal.
Phase current: To obtain the current signal, a Hall effect current sensor is used, together
with a precision rectifier, to rectify the sensor signal in its negative polarity half-wave, and
then it is injected into the UC3854B.
Phase voltage: To obtain the voltage signal in isolation, transformers were used in
each phase, with a 230 V/6 V ratio. Then, these voltages were rectified by a precision
rectifier in positive polarity and sent to UC3854B. It is important to note that the signals
obtained from the precision rectifier were also used by an adder to obtain the rms signal of
the phase voltage.
Vo signal: The isolation on this DC bus signal is more to prevent any signal or noise
from the load from interfering directly in the voltage control loop. For this purpose, a
Hall-type voltage sensor was used.
IGBT control signal: This is also a crucial point and must be isolated to avoid interac-
tions. For this purpose, drivers with galvanic isolation were used in each driver canal.
Prototype Implementation
The prototype is under construction (being improved and tested). The power circuit,
the interface circuit, and the control circuit have already been built, as shown in Figure 8. It
was built for a power of 20 kW, but the first tests are being carried out with a load of 74 Ω,
which corresponds to a power of 6 kW. The values of the boost inductor, the DMCF, the
output capacitor, and other technical parameters (input voltage, mains frequency, switching
frequency) were constructed with values according to Table 1.
In Figure 8, (A) is the digital multimeter model IDM91E with voltage divider (1/2),
with the recorded voltage value of 666 V; (B) is the digital oscilloscope model TDS3014
B of 100 MHz, and 1.25 GS/s; (C) is the boost 1 inductor, with the inductance value of
0.5 mH + 0.5 mH; (D) is the differential-mode choke filter (DMCF); (E) is control circuit 1;
(F) is the circuit interface; (G) is an AC Electric Energy Tester, Model AT3010, that records
the voltage value 230.8 V, the current value 9.237 A, the active power value 2.108 kW, the
power factor value 0.98, the frequency value 50 Hz, and the ambient temperature value
15 ◦C; and (H) is the power circuit.
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Figure 8. Prototype in develop ent.
The prototype interface and control circuits are shown in Figure 9.
Figu 9 illustrates some components of the interface cir uit and control circuit that
are being tested due to the interconnection between them and their effi iencies. The
components are: (A) is driv s (CGD15SG00D2) for the correct functioning of the IGBTs
(IXYN50N170CV1); (B) is the voltage hall se sor (LV 25-P); (C) is the precision rectifier;
(D) is the switch control; (E) are the current hall sensors (LAH 50-P); and (F) is the control
circuit 1 (UC3854B).
Some measured results from the reduced prototype tests are presented in Section 4,
together with the results by simulation.
Figure 9. rototy e interface and control circuits.
Figure 10 illustrates the instruments used to measure current and voltage in phase a.
For current measurement, a current probe on the 10 mV/A scale shown in Figure 10a was
used. In the case of measuring the network voltage signal, a voltage transformer was used
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for galvanically isolated measurement with a 230 V/18 V model CTFCS150-18 pro-Power
ratio, illustrated in Figure 10b.
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4. Results and Discussion
For the results obtained, the rectifier input and output p ram ters are analyzed. The
input p ram ters are thus analyzed considering t e l f t , ltages, fast Fourier
transform (fft) results, power factor (pf) and total harmonic distortion (thd). for the output
parameters; the values of the currents and voltage are considered too. The available results
of the prototype are also presented and stu ied.
From the input currents, the sinusoidal shape and displacement of 120 degrees be-
tween the phases is taken to prove the results. ith the results, it can be concluded that the
currents are being rectified by each module of the rectifier independently, and correspond
to the three-phase system, as shown in Figure 11.
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In order to observe the frequencies that make up the waveforms of the three currents
obtained, the FFT was applied as shown in Figure 12, where it is seen that the currents
are basically composed only by the fundamental frequency of 50 Hz. The resolution of
the calculation could not possibly be better, and the shape near to the 50 Hz zone (1st
harmonic) does not have a high precision.
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i re 12. f i t c rre ts.
e results obtained at a reduced power ( oughly 2 kW per phase), from the prototype,
confirm the sinusoidal hape of the phase current. The waveform of the current ill stra ed
in Figure 13 corresponds to the current of phas a and w obt ined by me ns of a curre t
probe on the 10 mV/A scale as shown in Figure 10a; thus, the measure nt on the
scilloscope as shown in Figure 13 is 10 A for each division that gives approximately 13 A
peak. This peak value also corroborates with the current value of 9.2 A RMS, represented
in Figure 8 (G). The waveform in Figure 11 is similar to that of the current in Figure 13, so
the simulation predicts the real results well.
In this same Figure 13, it also shows an FFT analysis of the current in phase a. This
analysis shows the fundamental frequency and some harmonics with a low value that can
be also disregarded. As it is seen from Figure 13, the shape of the current was slightly
asymmetrical (the voltage source was weaker), but the first harmonic is the main component
of the spectrum. This analysis also corroborates with the analysis made in PSIM as shown
in Figure 12.
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The voltage and current in phase a for a 29 Ω load are shown in Figure 14, as an
example for the other phases (phase b, phase c). Note that the voltage and current are
sinusoidal and are in phase, which resulted in high PF and low THD.
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Figure 14. oltage and currents in phase a, of the rectifier.
I er t l t i r , s ral i lations
ere carrie out ith dif erent levels of load as describe in Section 3, which al owed
t i . In Figure 15a, it can b seen that the value of THD is inversely
roportional to load variation, hat i , as the load value incr ases, THD d cr ases, thus
obtai ing a maxi um THD of 4.98% for l ad of 289 Ω (1%) and a inimum THD of
1.92% in load 29 Ω (100%). The analysis of the PF illustrated in Figure 15b had the opposit
behavior to THD. In this analysis, it is noted that the val e f is irectl r rti al to
t e ariatio of t e loa , that is, as the load increases, the PF increases, thus obtaining a
axi u PF of 99.98% for a load of 29 Ω (100%) and a minimum PF of 98.13% at a load of
289 Ω (1%).
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This shows that the proposed rectifier can operate at various load levels (below
the nominal load) and yet has the capacity to meet the recommendations of international
standards, IEEE 519 and IEC61000-3-2/IEC61000-3-4, with regard to the quality of electricity.
It is also found that the proposed rectifier is more efficient for fixed loads in which it
was designed.
The voltage and current in phase a of the prototype is illustrated in Figure 16. The
voltage form was obtained by means of a voltage transformer for galvanically isolated
measurement with a 230 V/18 V ratio, shown in Figure 10b; the current was obtained by
means of a current probe on the 10 mV/A scale, shown in Figure 10a. This figure shows
that the current is in phase with the phase voltage, and therefore the PF value is 98% (by
Appl. Sci. 2021, 11, 1684 15 of 19
the digital oscilloscope), a value very close to the value given by the simulation: 99.93%,
with a load of 72 Ω (40%). This proximity to the values also shows that the prototype is
working correctly.
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The starting process interval of the rectifier was n lyzed, where it is seen in Figure 17
that there is a peak current transient interval of approximately 10 ms, with a maximum
peak cur ent of 20 to 70 A (inrush cur ent). After ap roximately 30 ms, it is se n that
the rectifier starts to operate with the PFC. The inrush cur ent problem will be solved by
applying an active et . ti ethod is based on the a plication of re istors
at the input of each rectifier to li it t s in Figure 2. After the
period of the starting cur ent has pas ed, the resistors are short-circuited by means of a
control and a solid-state relay. This active method to limit the inrush cur ent has already
be n ap lied to the prot type, and it was observed that the inrush current was very low, to
the point of n t causing problems at the time of starting the prototype.
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For the output variables, as seen in Figure 18, the transient interval is also similar. The
voltage goes up, until it reaches a stable value of approximately 760 V in 50 ms. The output
current also has a similar behavior, reaching a current of 26.2 A later. In the case of voltage
and current ripple, they have a very low value that is practically negligible, which is good
for many applications.
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the output voltage together with t e hall sensor (LV 25-P), and it is already being analyzed.
5. Conclusions
The construction of three-phase modular rectifiers (three modules) with boost con-
verters and power factor correction presents a problem of current interaction, when the
rectifier modules are connected in parallel and without filters at the input or output. Some
techniques to avoid interactions are found in the literature, but they still have some prob-
lems such as increased volume, weight, and saturation and construction complexity. To
eliminate the current interaction, it is proposed to introduce the differential-mode choke
filter (DMCF) in each module of the three-phase modular rectifier in order to obtain an
isolation between the phases, because the DMCF maintains the impedance value where the
normal current travels and increases the impedance in the path of the current interaction.
The methodology of connecting the power circuit to the control circuit through the
interface circuit seems feasible, as it allows the isolation between the two circuits (power
and control).
According to the results, obtained from the proposed rectifier through simulation in
PSIM and through an experimental prototype, there is shown the possibility of mitigating
current interactions. This possibility guarantees the correction of the power factor value and
guarantees a low total harmonic distortion that meets the recommendations of international
standards. Although the prototype is still in the testing phase, the first results already
obtained and presented, jointly with the results from its simulation, demonstrate the
operation of the presented innovation. Thus, the proposed rectifier, with the insertion
of the DMCF into the modular three-phase rectifiers with boost converter and CFP, is
functional and applicable.
The results are considered preliminary and need better validation, as described below,
in future works.
Future Works
To continue the study of the modular three-phase rectifier proposed in this work, it is
recommended to build a prototype and apply digital control.
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Prototype: In this work, the results are considered preliminary, due to the simulation
procedure that was used for validation and the first results of the prototype test. To improve
the validation of the DMCF in a modular three-phase rectifier with boost converter, it
is recommended to build 10 or 20 kW prototypes to be applied in wind systems or in
aeronautics and spacecrafts.
Digital control: In this work, analog control was applied using the UC3854B integrated
circuit. This type of control has some technical disadvantages. Since digital electronics has
shown great gains in terms of application of control in converters, it is recommended to
apply a digital control in the rectifier proposed. An example of integrated circuits with
digital control that can be applied is the XMC1402-Q040 × 0128 AA. In this way, the analog
control (UC3854B) can be compared with the digital control used.
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